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CoreClad Window Jamb detail

Cavity System

Internal wall lining

Joinery as per

Arch spec

IBuilt™ 12mm H3.2

CoreClad cladding

Breather type building

underlay to E2/AS1

Flexible flashing tape to sill

and extended 100mm min up

jambs and 50mm min onto

wall as per Fig 72A E2/AS1

Wall framing at

jamb

10
 M

in

5 Min

Line of head flashing over

IBuilt™ CoreClad Ply Cladding is to be installed as

per the requirements of Clause E2/AS1 Section 9.8

20mm Cavity Battens

20
 M

in

Continuous protective selant

over foam bond breaker


